To additional 865 Indicating Circuit

Control Panel
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Module and power ——~~=T_ Modules. Al modules must be installed
supply trouble loop. in an approved enclosure connected
to the panel by conduit.
Install the J2 jumper to k \é: 1o ¥ EOL Resistor
disable Bell output during DHP Model # 308
ground faults conditions. -
?J
u{)
UL Listed, Polarized
Indicating Appliances.
N
D
®
o] Elll== _
—r
= [—
Madiary Power |
Growd 1
Nern Inut
el Fower Positive &\!
Dol Pover Negethe @! ‘
oo [ QLL
U A Ot - Em
JeUB Drtput + ®—1
Bet B Output - __:
T rouble Q_m
eUT roule Q_
Indicating Circuit Module -7 J PowePN/S%pply
DMP Model 865 AUXILIAR Y
Operating Voltage - 96 to 142 VIC POVER Trouble Contocts
Operating Current - 26mA SUPPL Y
Alarm Current - 83mA 12 or 24 VIC Fnp
Maximum

Battery positive
Battery negative
Bell output positive
Bell output negative
Auxiliory positive
Auxiliory negative
Supervisory loop
Supervisory loop
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