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Access Reader
Wiegand output.
Reader on 
Outside of door.

733/734 Weigand Interface 
module mounted above 
ceiling controls door strike, 
reader, rex, and door contact.

Supervised Power Supply

Request to Exit 
Motion Detector
Above door.

Door Contacts for Intrusion/Door 
Forced Open Protection

Electrified 
Lock set. 

Power supply to power lock 
and Reader if needed. Power 
Supply can be romote 
located.
Obsurve Voltage Drop to 
Powerd Devices.

Keypad Data Bus from 
Control Panel.
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Application Double 
Door with 733 or 734


