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* * * * IMPORTANT INFORMATION * * * * 
 

 
The end-of-line resistor for zone 9 must not be accidentally connected to the positive terminal of 
zone 10 as shown below. 
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Zone 9 is incorrect ly
connected to zone 10.

 
 
 
When zone 9 is incorrectly connected to zone 10, a false alarm may occur on zone 2 of the panel 
when the panel picks up the telephone line to communicate to the receiver. 
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Zone 9 shares the ground

terminal with  Zones 7 & 8 
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